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Hope Academy
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Hope Academy, 12121 Broadstreet, Detroit, MI,, on June 1st, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Dr. Ronald
Williams, Superintendent, on May 20th, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters nica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

G O

f ds‘x,);()NlCA T SI‘ARN%
. g

Appendix 1, Lab Results, Chain of Custody
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APPENDIX 1
Laboratory Results and Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366779

6/23/2016 VARrA '\7(;((}14 Shreet

Customer:  G. S.' Group Source: Hope Academy School, S-01-KC-01-P
Monica Starks }
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State:Mi

Datel/Time Received:  6/15/2016 15:00
Collected by: A. Hayden
The results herein conform to TNt and ISONEC 17025:2005 standards, whare applicable, unless otherwise narrated in the body of the repor. The
uncertainty of the test resulis are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND” This contaminant was not detected at or above our lower reporting fimit (LRL)
“NA Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard  Unts LRL  levl DF Dalefme  Date  DatefTime

_ Detected Sempled | Prepped . Analvzed

Inorganic Analytes - Metals
gl 0001 ND

1030 lead

These test results may be used for compliance purpose as required.

22016

iAnalyst Teslts

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, excepl in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 356779 Lead Only Date Printed; 6/23/2016 10:14.29 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356780
6/23/2016
Customer:  G.S. Group Source: Hope Academy School, S-01-KC-01-F
Monica Starks . _
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State:MI

Date/Time Recelved:  6/15/2016 15:00
Collected by: A. Hayden
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Fastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards ar the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminent  Method Standard  Unts LRL  levl  DF DateTime  Date  DaterTime
- , - - ~ . _Detected ~~  Sempled = Prepped  Analyzed

Inorganic Analytes - Metals

1030 Gesd 0 ame o0ls  mgt oo 0002 6iti2ots 0700 ~epiis

These test results may be used for compliance purpose as required.

fAnalyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd,
Page 1 of 1 356780 Lead Only Date Printed: 6/23/2016 10:14:29 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356781
6/23/12016
Customer:  G. S.‘ Group Source: Hope Academy School, $-01-BBF-02-P
Monica Starks ]
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: M|

Date/Time Received:  6/15/2016 15:00
Collected by: A. Hayden
The resuits herein conform to TN and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the bedy of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an asterisk (") indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the {aboratory can detect a contaminant,
"DF" This column indicates the contaminant dilution factor,
Report Notes:
Fedld# Contaminent ~  Method Stenderd  Unis LRL  level  DF Dalefime  Dae  DatefTime

. Detded  Samped  FPreped  Anazed
Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

{Ana!yst Tests
'EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356781 Lead Only Date Printed: 6/23/2016 10:14:29 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M1, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356782
6/23/2016
Customer:  G. S. Group Source: Hope Academy School, $-01-BBF-02-F
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Ml

Date/Time Received:  6/15/2016 15:00
Collected by: A. Hayden
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quatity.

"ND"” This contaminant was not detecled at or above our lower reporiing limit (LRL)
"NA" Not Analyzed
"Standard"  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the fowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant  Method Standad  Units LRL  level  DF Dateffme  Dale  DatelTime

 Detected = Sampled . k}Prgpged} Analyzed
Inorganic Analytes - Metals
- S

2008 0015

These test results may be used for compliance purpose as required.

alyst ‘ Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboralories, Ltd.
Page 1 of 1 356782 Lead Only Date Printed: 6/23/2016 10:14:29 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsitanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356783
62312016
Customer:  G.S. Group Source: Hope Academy School, S-02-GBF-03-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State:M!

Date/Time Received:  6/15/2016 15:00
Collected by: A. Hayden
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (") indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)

YNA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA

Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notss:
Fedid# Contaminant Method Standard  Umts LRL levl  DF Datefime  Date  DatefTime
= - ; - - _ betected  Sampled 1 . Prepped . Analyzed

Inorganic Analytes - Metals

% el e

. enpots o7

These test results may be used for compliance purpose as required.

alyst - Tesls

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, L,
Page 1 of 1 356783 Lead Only Dale Printed: 6/23/2016 10:14:23 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356784
6/23/2016
Customer:  G. S. Group Source: Hope Academy School, S-02-GBF-03-F
Monica Starks X .
17800 Woodward Ave #200 Soures City: Detroit
Detroit, Mi 48203 Source State:Ml

Date/Time Recesived:  6/15/2016 15:00
Collected by: A. Hayden
The results herein conform to TNt and ISOREC 17025:2006 standards, where applicable, uniess otherwise narrated in the body of the report. The
uncertainty of the tesl results are available upon request. All Dales and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the {aboratory can delect a contaminant.
"DF" This column indicates the contaminant difution factor.
Report Notes:
Fedld# Contaminat Method Stendad  Unts LRL  level  DF Dafme  Date  DateTime
. . . Deteted = Sompled = Prepped  Analyzed
Inorganic Analytes - Metals

1080 Lead.

These test results may be used for compliance purpose as required.

?.nalyst Tests
{EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, excspt in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356784 Lead Only Date Printed: 6/23/2016 10:14:30 AM




General Compliance

. Order Number: 2077504
— Order Date:  05/16/2016 356119
aalyss  Sample Number BN EIRIA
30 Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
For Laboratory Use ONLY
Lab Accounting Information:
sard Ave
NI 48203 Payment $:
Check #:

2 Sampled ©_ 6 z’J 3 6

fime g&mgﬁgﬁi-wx{z_m:gmgw, Please Use Mitary Twwe, e g 3 00pm = 1500

Check Time Zone. [EﬁEST [JestimsT [OpsT
Client Name: Hopt ﬂaa:i&mu - SC.\/\.O ol

Wre.ss . !
Gew Humber: 31D T q3y - 00 s4

N4

sample 1D or Source: 5 -01 - ke ~01-P
O Well gj Municipal [} Surface

PWS 0¥ {if applicable):

source Type: [ Spring

[} Other.
Db{’r()‘}% 1 MI

(If Different than Above)

sample Coltected By é %
- :

{Signature)

/M"en deb’n

(Pledte Prnt)

ity & Statel

sample Collected 8y

Form Completed By jaran Ha«qdle,n

Additional Comments:
Lo’ .

Lab COmmantsfSpeclat instructions:

Gtate Forms:
Lab Sample lnfonm‘uon:

Date Received: JVMI%

Time Received:_Y %

Received By: '

[ sample receipt criteja chg od & accaptable

{(] Dewiations from & cdaptatie sample receipt criteria noted

on PSA form.

S a Sdmol} This 15 So»wxf\ea :H:‘

Souny

FIF‘A‘ ‘d.(‘ILu\

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDA

TE RESULTS




Vational Testing

General Compliance

La&a@mwﬂes, Ltd Order Number: 2077504 356780
Order Date: 05/16/2016
Quality Witer Aradpic Sample Number: T
1-800-458-3330 Product: Only
Sample Paid: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Please Use Military Time e g 3 00pm = 1500

Check Time Zone: [{EST [JCST[JMST[]PST

Hope fleademy -~ Schoo)

Client mw

Lab Comments/Special Instruotions:

1212 Broadsteeet

sheeliumber: 313 - Q34 v 008y

BYWS D OF applicable):

8tate Forms:

m
iD or Sourge: _S-0)l-Kec-0l-F

Sample

J

Source Type: [] Spring D Well E{ Municipal [7] Surface
[ ©ther

Lab Sample lm'tsfmo ' UN 15 st
‘Date Received:_\ /]

Detrord , ML

City & State:

Time Received:_}
Received By:

(1f Different than Above)

ed By

Sample Collect

[[] sampe receipt criteda chegked & accaptable
[] Dewations from acqbptablelsample receipt critena noted

R % (Signature)

Sample Coliested By: g Damolen

on PSA form

leasa Print)

Form Completed By: deu\
M&?ﬁﬂ 4

Additional Comments:

The. locostion Sg,m,‘olw( 1S o Sehool

 This

15 ég,m?)e 3t |

Flusgh

INCOMP

LETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE REBULTS




ational Testing General Compliance

Laboratories Ltd. Order Number: 2077504
N Order Date: 05/16/2016 356781
QualdyWater Analysis Sample Number: oan o TAD
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Lab Comments/Special Instructions:

Gate Sampled “6& m{ meL (Jw

Time gmmm;wlwzggm Please Use Milary Tume_e g 3 00pm = 15 00
Check Time Zone. [Zf EST [JCcsT[JmsTPST

Client Name: HOPQ ﬂc.ﬂ_dBM/t/ - Schoel

“_ 12121 Boodstceet
@m&%wm@w:ﬂm 313 - qzq ~-005Y

State F H
PWS ID# (if applicable): Njﬂ orms

Bample 1D or Source: 5 -0l —-B%F “0a. =~ P

Lab Sample Information:

Source Type: [7] Spring [] Well [ Municial [0 Surfacs Date Received:

(] Other .
n Time Received: i

City & State: Det o) -‘- A ,k/{;[ Received By: ‘{‘
{If Different than Above) "

[[] sampe receipt criterif cheg )
Sample Collected fﬁ%’lwn&: %, [ Deviations from acgfptabiefsampe feceipt cnteria noted
\ /" (Signature)

Sample Collected By: Horon, /[@r}( "
(Pigase Pant)

Form Completed By: ﬂmrah, #“”d‘r\g
7

Additional Commonts:

The location Swmplea{ 1S e SCLC’)OI, TNS_(;; Sm{ﬂe. 3
Fiest Peon

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




Valional Testin
i.abamtmeﬁ, E.td

Quald,y Water A mZyM

1-800-458-3330

Product:

Sample Paid: No

TSR: EF
Sold To:

G. S. Group

Monica Starks

17800 Woodward Ave

Detroit Ml 48203

Date Sampled :Wj{m;ﬁi 16

Time f?*é%m?é?%di_m?_wfg_‘?w Please Use Mitary Time. e g 3 00pm = 1500
Check Time Zone [AEST [ ST [JMST[JPST

Hope ne.xdx,my ~ School

Client Name:

Order Number:
Order Date:
Sample Number:

General Compliance

2077504

05/16/2016 356782

(I Rgm iR

Lead Only
Payment Msthod:

For Laboratory Use ONLY

Lab Accounting Information:
Payment $:

Check #:

{24 Broadstrest

i Mumber:

313-934 - posY

FWS ID# (if applicable): Nfﬁ

$-04-BBF -02-F

Sample 1D or Source:

Lab Comments/Special Instructions:

State Forms:

Source Type: [ Spring ] well [g' Municipal [} Surface
[ Cther

City & State: DC%[‘QF{‘ m

(H Different than Abovaj

Sample Collected By )éy %y
7 (Signature)
Sampie Collected ﬁywmw.&ﬂm»&m»%éﬂ
(Pledde Print)

Form Completed By

Hecon ll%io(m

Lab S8ample Info
Date Received:

Additional Comments:
The loc&"'ﬂ:w\. SW@LO’L iS a. Qc.‘nnn{

Thig s Soenple 4 O

’u.C..L\.

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




General Compliance

ational Testing
Laboratories, Ltd, Order Number: 2077504 356783
e, Order Date: 05/16/2016
Quality Water Analysis Sample Number: E’ lgfﬁ Hﬂﬂlﬁlﬁmﬁfﬂﬁ
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check &

Time Sampled:_"¢ 00 pesseuse Mildtasy Tme, e g 3 00pm = 15.00
Check Time Zone [S‘ﬁEST {dcstJmsTPsST

Client Name:  Hope ﬁca.o{c.mv - Sehpol
Addeess 7
ST 12U Browd Sy et

EaseNumber:

313 -93Y - cosy

PWS ID¥ (if applicable): Mq

[

5-0%- GBF -~ 92~ P

Samiple I or Source:

Lab Comments/Special Instructions:

State Forms:

Source Type: (] Spring [} well Municipal [] Surface

[ Other.

City & State: ‘W‘Qﬁ}roﬂ‘_ M

7 (if Different than Above)

Sample Coliected By: é %

" (Signature)

}%rgv\. [/m.gal&h

(Plaase Pnnt)

Form Completed By, Aocon ”“W

Sample Collected By:

Lab Sample informat
Date Received:_|

Recelved By:
| ¥
[7] sample receipt criter ed & acceptable.
[[] Deviations from acce sample receipt critaria noted

on PSA form

Additional Comments:

/

The !m:.gi{an S&W\ﬂ‘&d 5 o ngQQJ 2 Thie ;5 5g,m¥)ié’, #3

¥

Fiest deony

INCOMPLETE INFORMATION MAY DELAY ANALY SIS ANDIOR INVALIDATE RESULTS




ﬂm%wﬁ%@ﬂf
Labcratones, Ltd

Qua»ldy Wadter A m@m

1-800-458-3330

Product:

Sample Paid: No

TSR: EF
Sold To:

G. 8. Group
Monica Starks
17800 Woodward Ave

Detroit Mi 48203

Date Sampled _é /

Time Samiple fered:, ‘7 — MQ}Z.H Please Use Miltary Time. e g 300pm = 1500
Check Time Zone. [AEST [JosT[] MST[JPST

Clent Name; &Q@Wm&&&m\, ~Sc koo'

Order Number-
Order Date:
Sample Number:

ﬂdo&ress -
= 14l Bro adshreedt

By | i{zm‘w

313-934-o005 Y

PWS ID# (7 applicable):

v

Sample 1D or Source: 5~ Od-6RE ~ 03 ~F

Source T : ] Spring ] el E.ﬁ/ Municipal [] Surface
0 Other
City & State D&‘ITO;'L M;g

" {If Different than Above)

Sample Collscted By: ﬁ: %

{Signature}
Sample Collected By Heron lw{&n
) (Pfease Prnt)
Form Completed By ’45“‘1771 /IMA,)‘\_
v

Additional Comments:

} A s a School .

General Compliance

2077504

05/16/2016 354784

W o o 0
Lead Only

Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:

Payment $:

Check #:

Lab CommenmISpscial Instructions:

State Forms:

Lab Sample Informdtion:
Date Received:| /| JUN 15 401

Time Received:
Received By:

d'sjckad & acceptable,
plable sample receipt criteria noted

72!5 15 qf’:ml{)lL ad K4

Flusln

INCOMPLETE E INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




